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PART 1: GENERAL  
 
SHSU must comply with current SECO Requirements.  SHSU does not currently have a purple pipe 
system in place. 
  
1.01 Purpose:  
  

This standard is intended to provide useful information to the Professional Service Provider 
(PSP) to establish a basis of design. The responsibility of the engineer is to apply the 
principles of this section such that the University may achieve a level of quality and 
consistency in the design and construction of their facilities.  Deviations from these 
guidelines must be justified through LCC analysis and submitted to the University for 
approval.  
  

1.02 References:  
  

A. ASTM F441 – Standard Specification for Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic 
Pipe, Schedules 40 and 80.  
  

1.03 Requirements:  
 1. ALL WATER RECOVERY PIPE SHALL BE PURPLE PIPING  
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